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STATION consumer unit (In station kitchen)

West room, kitchen & west external sockets
Waiting room sockets

East room sockets

@—E—' Toilet area ring & east external sockets
Spare - unused

Spare - unused

100A | 80A RCD ‘— Spare - unused

switch | 63A RCD Kitchen water heater

Disabled toilet alarm

@i—' Station building internal lighting
Station external & platform lighting
Emergency lighting

3 Phase cabinet (By steps) | .l ,

No.1 - 16A industrial socket
No.2 - 2 x 13A 3 pin domestic sockets
100A :
. |80ARCD [32AMc8 =—— No.3 - 32A industrial socket
switch !

No.4 - 32A industrial socket

32AMCB [——— No0.5 - 32A industrial socket

324 Mcs
: Spare - unused

Electricity | 100 A Fuses

Board
incomer

3 Phase

Meter T

Isolator
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STEPS consumer unit (By steps and 3 phase cabinet)
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80A 80A ELCB 4‘: Sockets & lights

A switch
STEPS CONSUMER UNIT

______________________________________________________________ ‘: —| Container No.1
i —|:| Container No.2
———» Old Shop ——E—J —|:| Shed sockets
‘—’ Engine shed 100A 63A RCD —|:| Shed lights
,_—’ Ramp lighting

= suieh —

i Spare
100A |63ARCD— —:’—* Spare : —: Spare

1

switch | 63A RCD L spare — ] spare
Bothy ~ —————1——

------------- Flylead — --------- ™
. — Do 80A lgoaELcB—— |  Sockets & lights
Spare Vo switch
o
— | spare |
P L Fly
—{ F—— spare . | cable
-
o )
P —— 40A 1 40aRcD ————{ ] Coach Sockets & lights
______________________________________________________________ oo switch
|
|
|
|
|
|
|
|

----------- |:| Water tank
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